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THIS INSPECTION IS FOR THOSE WHO ASK….  
“WHY SHOULD I HAVE A BRAND NEW HOUSE INSPECTED?” 

 “Isn’t the builder my friend and looking out for m e?  
Don’t they always do their best?” 

 Read on…. 
 
 

                           ��� i�����	
���

                                                  Date:      02/2006 

                                    ����   Estate  Inspection 
                  2506 Maywood   McKinney, TX. 75070�

        ph. 972-562-3396       fx. 972-548-7113 

PROPERTY INSPECTION REPORT 
 

 
Prepared For: NEW CONSTRUCTION FINAL WALK THRU 
 (Name of Client) 

 
Concerning:  Jacob Dr., Wylie TX. 75098 
 (Address or Other Identification of Inspected Property) 

 
By: Rudy Ringel    #3983  
 (Name and License Number of Inspector)   
  
  

                      The inspection of the property listed above must be performed in compliance with the rules of the Texas        
Real Estate Commission (TREC). The inspection is of conditions that are present and visible at the time of 
the inspection, and all of the equipment is operated in normal modes. The inspector must indicate which 
items are in need of repair or are not functioning and will report on all applicable items required by TREC 
rules. This report is intended to provide you with information concerning the condition of the property at the 
time of inspection. Please read the report carefully. If any item is unclear, you should request the inspector 
to provide clarification. It is recommended that you obtain as much history as is available concerning this 
property. This historical information may include copies of any seller's disclosures, previous inspection or 
engineering reports, reports performed for or by relocation companies, municipal inspection departments, 
lenders, insurers, and appraisers. You should attempt to determine whether repairs, renovation, 
remodeling, additions or other such activities have taken place at this property. Property conditions change 
with time and use. Since this report is provided for the specific benefit of the client(s), secondary readers of 
this information should hire a licensed inspector to perform an inspection to meet their specific needs and 
obtain current information concerning this property. 

Invoice:  ---ALL FEES ARE DUE THE DAY OF THE INSPECTION ---                            
Paid in Full                                 
Who was present:  clients ; painters                       Seller’s disclosure statement was available : Yes�  No�                                    
Weather Conditions: cloudy                    Temperature Range: 35-40    

Building Faces: south                             Building Age or Yr. Built:  NEW                                        Total Due: $ -0-                                                                                                                                                              

SCOPE OF THE INSPECTION 
Thank you for trusting ��� i�����	
���

  to conduct your inspection. It is important that you, and all parties, for whom this report 
was prepared, read the report in its entirety,  including any addenda and the Inspection Agreement, as they are all considered being 
part of the report. Previous or future inspections by others or us may discover additional findings this report did not.  
Guarantees, warranties or assurances against errors  and omissions are not expressed or implied.  This Company does not 
have provisions that will pay you for the repair of undiscovered problems. Although building codes may be referred to, this is not a 
code compliance inspection. Opinions are made based upon what was seen at the time of this inspection in readily accessible 
areas. This agreement shall not act as a warranty, guarantee, or insurance policy.   
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All utilities must be on during the inspection . Water and Gas Meters are not turned on by the inspector due to possible damage to 
the property. There are no re-inspections. Cancellations on the day of the inspection pay the full inspection fee. 

 
 IMPORTANT NOTES and EXCLUSIONS 

*   NOT INSPECTED FOR UNDERGROUND, UNDER FOUNDATION, OR UNDER SLAB WATER LEAKS HIDDEN FROM VIEW. 
*   A FULL 2 STORY ROOF (ONE WITH-OUT A ONE STORY SECTION FOR ACCESS) IS NOT WALKED ON. 
*   NOT SPECIFICALLY INSPECTED FOR ENVIRONMENTAL CONDITIONS LIKE LEAD IN WATER OR PAINT, MOLD, ASBESTOS,       
    RADON GAS, E.F.M.’s, BACTERIUM OR ALERGENS.  IF MOLD IS DISCOVERED YOU ARE ADVISED TO HAVE IT TESTED. 
*   INTERCOM SYSTEMS ARE TESTED IN RADIO MODE ONLY AND ROOM SPEAKERS ARE TESTED AT RANDOM. 
*   REFRIGERATORS AND ICEMAKERS, CLOTHES WASHERS AND CLOTHES DRYERS ARE NOT INSPECTED. 
*   AUTOMATIC EXTERIOR LIGHTING SYSTEMS, LOW VOLTAGE LIGHTS AND ELECTRONIC SECURITY SYSTEMS ARE NOT  
     INSPECTED. 
*   MICROWAVES ARE NOT TESTED FOR RADIATION LEAKS OR EFFICIENCY.  
*   ONLY VISIBLE AND ACCESSIBLE ELECTRICAL OUTLETS AND FIXTURES ARE TESTED AT RANDOM. 
*   ELECTRONIC HOME THEATERS, COMPONENTS OR PERMANENTLY WIRED SPEAKER SYSTEMS ARE NOT TESTED. 
*   SATELITE DISH SYSTEMS AND CABLE TV INSTALLATIONS ARE NOT TESTED OR INSPECTED. 
*   HUMIDIFIERS AND CONTROLS ARE NOT TESTED OR INSPECTED. 
*   COSMETIC ITEMS, PAINT, FLOORING, CABINETS, AND EQUIPMENT RECALLS ARE SPECIFICALLY EXCLUDED FROM THIS REPORT. 
>    THIS REPORT IS NOT INTENDED TO REFLECT THE VALUE OF THE PREMISES, NOR TO MAKE REPRESENTATIONS AS TO                  
      THE ADVISABILITY OR INADVISABILITY OF THE PURCHASE OR THE SUITABILITY FOR USE, OR THE INSURABILITY   
>    DO NOT DEPEND ON THIS REPORT SOLELY WHEN DECIDING TO BUY OR NOT TO BUY REAL ESTATE.  
>    IF OTHERS REFERRED YOU TO US IN THIS TRANSACTION, IT IS A COURTESY TO YOU AND NOT INTENDED AS A       
      RECOMMENDATION. NO OTHERS ARE COMPENSATED OR RESPONSIBLE TO YOU FOR THE REPORT. 
RISK ASSESSMENT: This inspection cannot accurately and completely assess all risk, detect all flaws, predict all occurrences, life spans or make 
assurances. Client accepts the risk inherent to this agreement and will not burden the Company with such risk. 
PARTICIPATION:  Client has been encouraged to participate in the inspection process. Clients’ participation in said process shall be at their own risk 
in the case of falls, injuries, property damage, etc.  
SCOPE OF WORK: Client retains Company and its agents as independent contractors providing home inspection services, and expertise and 
guidance with an existing improvement or a future construction project at address listed above. The inspections are limited to all visible and apparent 
conditions of subject premises on the day of the inspection. These specifically do not include any latent or other unexposed conditions. Inspecting 
property is an imperfect endeavor and can be accomplished according to a variety of depths and costs. Accordingly, certain items will be sampled 
randomly. Hidden damages, concealed conditions, public records examinations, building code evaluations or compliance, engineering inspections, 
environmental hazards, and pest inspection are beyond the scope of the standard home inspection.  
Pressure gauges are not used, equipment is not dismantled and buried pipes are not uncovered.  Furnishings, paintings, rugs and furniture are not 
moved to gain access. Client understands comprehensive inspections are available from other companies, contractors/specialists for additional fees. 
ARBITRATION : Any controversy or claim arising out of, or relating to this contract or any breach thereof, shall be settled by binding arbitration in 
accordance with the rules of the American Arbitration Association, and judgment upon the award may be entered in any court having jurisdiction. 
Disputes settled without favor to the Client will mandate a payment of re-inspection time, fees, including but not limited to reasonable attorney’s fees, 
and arbitration costs, and any additional expenses incurred by the Company in the defense of said claim. 
SEVERABILITY : If an arbitrator determines that any portion of this contract is unenforceable as written or construed, that portion will be severable and 
the remainder of the contract shall be enforced as though the unenforceable provision did not exist. 
LIABILITY : In the event of any claim against the Company, liability shall be limited to the fee paid to the Company by the Client as a result of a 
settlement, minus any expenses incurred by the Company in defense of said claim. We will not be held liable if repairs or replacements are made or 
money is spent without first notifying the company so it can re-inspect. The Company accepts no responsibility for misinterpretations or use of our 
reports by third parties. This inspection report is not intended for the use or benefit of anyone other than the client named above.  

FOOTNOTES 
1) When the building is occupied , the inspection of the garage, the attic, closets, and cabinets, and some interior and exterior wall spaces may have 
been restricted due to furniture or personal storage. Suggest client re-examine these areas when the structure is vacated. Inspection of some of the 
windows will be restricted and obstructed by furniture, window dressings and storage. Accessible windows are operated at random. 

2) Signs of obvious lost seals  in insulated windows  may or may not appear as temperature and humidity changes. Some windows with lost seals 
may not have been evident at the time of the inspection due to these changes, dirt on the glass, sun shades, or window dressings. 

3) Texas licensed inspectors are required to report as in need of repair the lack of ground fault circuit protection (GFCI’s)  where required. GFCI’s 
may not have been required when this home was built.  A GFCI offers protection from shock or electrocution. ARC-FAULT breakers are now required 
in all bedrooms in new construction. 

4) Whirlpool bathtubs  and their jet pump systems are not tested for water quality or bacteria. Please consult the manufacturer’s recommendations for 
cleaning and maintenance. If no access is provided to see under the tub, the plumbing, pump motor and grounding is not inspected. 

5) If the building is occupied , furniture & storage prevented testing of all outlets, switches, lights, and fixtures. A representative sample was checked 
and all appear to be normal, except as noted in the report. 

6) Pools, Spas & Sprinkler Systems:  This is a visual inspection of the exposed areas only and is merely a comment on its overall working condition 
on this particular day. Sprinkler Systems require on going maintenance. Since most of the system is hidden and/or buried underground, it is impossible 
to state with absolute certainty the over all condition. Pools and spas are tested for underground leaks. The condition of these systems may change 
with out notice after the inspection. 

7) Plumbing Systems:  This is a visual inspection of the exposed areas only and is merely a comment on its overall working condition on this 
particular day. Plumbing Systems may require on going maintenance in older homes. Since most of the system is hidden from view in walls, under 
slabs, or buried underground, it is impossible to state with absolute certainty the over all condition. The condition of these systems may change with 
out notice after the inspection.  
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8) This inspection is not exhaustive ; more detailed testing & examinations can be done by specialists if the risk of hidden damage is unacceptable. 
Client understands comprehensive inspections are available from other companies, contractors/specialists for additional fees. 
BY MY SIGNATURE BELOW, I ACKNOWLEDGE THAT I HAVE READ AND UNDERSTAND THIS CONTRACT AND THAT I WILL READ THE 
REPORT AND ALL ATTACHMENTS. THIS REPRESENTS THE ENTIRE AGREEMENT BETWEEN THE PARTIES.  
X 
Client signature or payment indicates agreement with terms 
Additional pages may be attached to this report. Read them very carefully. This report may not be complete without the 
attachments. If an item is present in the property but is not inspected, the "NI" column will be checked.  
The inspector may provide comments whether or not an item is deemed in need of repair. 
   I=Inspected  NI=Not Inspected  NP=Not Present R=Not  Functioning or In Need of Repair 

 

I NI NP R                                                   Inspection Item 
 

       I. STRUCTURAL SYSTEMS 
 �  �  �  �  A. Foundations  

Type of foundation: Post Tension Concrete Slab on grade 
Method of inspection: Visual inspection of exterior grade beam 
Building Status: Vacant, general areas were visible  

        Comments:  

The foundation is performing as intended.  No structural problems were 
observed.       

     
FYI: 

NOTE: This report does not predict future movements, repair potentials or past repair histories. 
Conditions covered by floor coverings, furniture, and stored items or hidden underground are unknown. 
All foundations need a consistent watering program for proper maintenance. 

The foundation should be monitored over a period of time and repairs made on an if-needed basis. This 
inspector is not a foundation specialist. A professional engineer can provide more comprehensive 
opinions if the risk of future repair is unacceptable.      

 

 �  �  �  �  B. Grading & Drainage  
Comments:  
FYI: 
NOTE: The adjacent lots are under construction or not finished at this time. The 
grading and drainage is not finished at the property lines. These areas should be 
monitored over time for changes in the grading & drainage of the adjoining lots 
that will adversely affect the subject property.  
 
High soil was present on the west side (outside the DR windows). The soil should 
be a minimum 2”-3” below the top of the foundation wall and not above the first 
brick line. 

 

   

 �  �  �  �  C. Roof Covering  
Type of roof covering: Asphalt composition shingle, high grade 
Method of inspection: Partially walked on roof; height & pitch of the roof prevented 
walking the entire roof. 

Comments:   

The roof installation shows signs of poor craftsmanship and poor knowledge of 
accepted roofing standards and practice. See comments below: 
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There are torn shingles and lifting tabs on the north side near the chimney and 
above the rear door. There are toe board nail holes in the lower row of shingles on 
the north side. See right photo below: 

There are toe board nail holes in the outer rows of shingles on the south side near 
the SE gable. See left photo below 

         

There is a framing nail sticking out of the shingles near the ridge and the valley of 
the center dormer that needs pulled out and patched. See photo: 

 

 

 

 

 

Holes in 
shingles 

Torn tabs & holes 
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There are lifting miss-aligned ridge cap shingles on the west ridges that should be 
replaced. See photo: 

 
The tar paper underlayment has been installed in-correctly. In some places the tar 
paper does not touch the metal drip edge and wood sheathing is exposed and in 
others, the drip edge is installed over the tar paper. This may eventually cause 
leaks into the soffit. The tar paper should be installed over the drip edge, nearly to 
the end. SEE PHOTO: 

  

<-Shingle tabs-> 

<-Metal drip edge->  

<-wood sheathing->  

<-tar paper->  
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The front downspouts should be extended past the planters. This will aid drainage 
of runoff in these areas. 

 

 
TREC LIMITATIONS:  The inspector is not required to do the following: (1) Determine the remaining life 
expectancy of the roof covering; or (2) inspect the roof from the roof level if the inspector reasonably 
determines that the inspector cannot safely reach or stay on the roof, or that damage to the roof or roof 
covering may result from walking on the roof; (3) determine insurability; (4) inspect for product recalls. 

 

 �  �  �  �  D. Roof Structure & Attic  
Type of Construction: Standard stick built framing; OSB sheathing 
Method of Inspection: Entered attic and performed a visual inspection of general areas. 
Some areas are inaccessible due to low headroom, personal storage, equipment, or by 
design. 
Approximate depth & Type of insulation: 12-14 inches ; Blown-in fiberglass  

Comments:     

Insulation should be evened out in the attic above the front bedrooms and 
entryway. 

The un-even area of the front roof framing that was discovered in the pre-
drywall inspection (page 5) was repaired satisfactorily by the builder.  

         

 �  �  �  �  E. Walls (Interior & Exterior)  
Type & Material: Interior wall type: Drywall/sheetrock;  
Exterior wall type: Brick,& some hardboard siding;  

Comments:  SEE FOOTNOTE #1. 
The metal flashing above the bedroom bay window has an opening in the wall and 
needs sealed at each end. The counter flashing should be one piece to prevent 
water penetration during a rain storm with high wind. See photo: 

           
  

 

Openings in the wall and 
roof under the flashings 

2-piece counter flashing 
should be 1 piece.  
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 �  �  �  �  F. Ceilings & Floors  
Type & Material: Ceiling Type: Drywall/sheetrock, on spaced joist framing,   
Floor Type: Concrete slab with floor coverings;   

  Comments: SEE FOOTNOTE #1. 

  

 �  �  �  �  G. Doors (Interior & Exterior)  
Comments: 
There is damage to the weather stripping at the garage interior door, the door 
does not close tightly and light can be seen thru the door jamb when closed.  
The garage interior door is not self closing. 
  

 �  �  �  �  H. Windows  
Comments: SEE FOOTNOTE #2. 
There are openings and separations that need to be sealed with caulking, at the 
window jambs & brick at the east side of the house. 
 
The rear window next to the rear door is not tempered glass as required in the 
2003 International Residential Code, IRC 308.4.6 
Safety glass etchings were not observed on the glass within the window that is 
with in 24” of the door swing or hinge side of the door.  This glass is required for 
windows next to doors, close to the floor or in hazardous locations and is 
generally identified by an etching in the corner of the glass pane. 
 
  

 �  �  �  �  I. Fireplace/Chimney 
                                                              Type & Location: Metal fireplace & flue with gas log lighter,   

Comments: 
 
 

A thorough interior examination of the chimney and flue is beyond the scope of a normal home 
inspection. This report identifies and comments on those items that were able to be inspected. It further 
identifies those areas that were not readily accessible for inspection such as a complete view of the 
chimney and flue interior. 
      

 �  �  �  �  J. Porches, Decks, Patios (and attached carports) 
 Comments:   

  

 �  �  �  �  K. Sidewalks, Driveways, Fences (& Other Structural items not listed above) 
 Comments:   

There is a cracked and damaged corner of the driveway near the sidewalk that 
needs repaired. 
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II. ELECTRICAL SYSTEMS 
 �  �  �  �  A. Service Entrance and Panels  

  Amps,Type, Location:  PANEL AMPS; 200   TYPE; Breakers 
   LOCATION; Garage 

Comments:   

  

 �  �  �  �  B. Branch Circuits - Connected Devices and Fixtures   
   Type of branch circuit wiring: Standard Copper Romex  

 Comments: SEE FOOTNOTE #3 & #5. 

The dining room chandelier is not hanging plumb or straight.         

 

 

 

 

 

III. HEATING, VENTILATION AND AIR CONDITIONING SYST EMS 
 �  �  �  �  A. Heating Equipment    

Type of heating system: Central Forced Air Furnace  
Energy source: Natural Gas 
        Comments:   

  

 

Forced air heating systems require periodic cleaning & servicing. If routine annual service and 
maintenance is not performed, this will void warranties or extended service contracts. Service records 
should be provided or service performed and documented prior to closing. “Service” should be but is not 
limited to removing all rust build up in the burners/elements and cabinet and adjusting the burners and 
blower settings. Inspect the heat exchanger and burners for rust and cracks. Replace filters and clean 
out the return air plenumn, as part of routine maintenance. 

Heat-pump A/C assisted heating equipment is not inspected due to the temperature controlled sensors 
and switches. This feature should be inspected by a HVAC technician.  

All gas furnace heat exchangers are inaccessible and can not be inspected with-out dismantling the 
furnace. 

TREC LIMITATIONS:  The inspector is not required to do the following: (1) inspect accessories such as 
humidifiers, air purifiers, motorized dampers, heat reclaimers, electronic air filters or wood-burning 
stoves; (2) determine the efficiency or adequacy of a system; (3) program digital-type thermostats or 
controls; (4) operate radiant heaters, steam heat systems or unvented gas-fired heating appliances; (5) 
dismantle equipment; (6) inspect for recalls. 
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 �  �  �  �  B. Cooling Equipment      
Type of cooling system: Central Forced Air System with Furnace. 
Energy Source: electricity.   

Comments:                       

The condensate line in the attic is not insulated. At least the first 2-3 feet from the 
coil of exposed condensate lines in the attic should be insulated to prevent water 
damage to the ceilings below. 

 
 

 

The outside temperature was too cold to test the efficiency of the air conditioning 
system. The a/c was viewed in operation for several minutes and appears to be 
installed and operating as intended. Cooling systems are not tested for their ability to 
cool when the outside temperature has been below 60* for the past 24 hours. Damage 
to the equipment will result. Recommend further evaluation by an HVAC company if 
recent service records are not available to show that the a/c system is cooling properly. 

  
 

Residential service contracts may not cover some of the additional costs necessary for a property owner 
to replace an older furnace or air conditioner with a new higher SEER unit. The specific terms of the 
residential service contract will specify the extent of any coverage, as well as any costs to the property 
owner. According to the Texas Real Estate Commission, "Buyers, sellers, and their representatives have 
no duty to disclose or inquire about the SEER rating for air conditioners or heat pumps." Not inspected 
for recalls. 
TREC LIMITATIONS:  The inspector is not required to do the following:(1) inspect for the pressure of the 
system coolant or determine the presence of leaks; (2) program digital-type thermostats or controls; (3) 
operate setback features on thermostats or controls; (4) dismantle equipment; (5) inspect for recalls. 
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�  �       �      �  C.     Ducts and Vents  
Comments:   

  

Only visible ductwork at the HVAC unit and accessible vents are inspected. The ducts and ductwork are 
not fully inspected due to low headroom, hidden inaccessible areas, ductwork covered by insulation, attic 
storage and limited attic access. Not inspected for product recalls. 

 

TREC LIMITATIONS:  The inspector is not required to do the following:(1) determine the efficiency, 
adequacy or capacity of the systems; (2) determine the uniformity of the supply of conditioned air to the 
various parts of the structure; (3) determine the types of materials contained in insulation, wrapping of 
pipes, ducts, jackets, boilers and wiring; (4) operate venting systems unless ambient temperatures or 
other circumstances, in the reasonable opinion of the inspector, are conducive to safe operation without 
damage to the equipment; or (5) operate a unit outside its normal operating range as reasonably 
determined by the inspector. 

 

 

 

 

 

IV. PLUMBING SYSTEM 
 �  �  �  �  A. Water Supply System and Fixtures 

Water Meter Location: Front curb area. 
Water Main Shut Off :  Front curb area. 

Comments:  SEE FOOTNOTE # 7. 

 
The water meter was checked and observed when all water fixtures are off inside 
the house. There is no movement in the flow dial of the water meter which 
indicates there are no noticeable water supply leaks at this time. 

  

 
TREC LIMITATIONS:  The inspector is not required to do the following: (1) operate any main, branch or 
shut-off valves; (2) inspect any system that has been shut down or otherwise secured; (3) inspect any 
components that are not visible or accessible; (4) inspect any exterior plumbing components such as 
water mains, private sewer systems, water wells, sprinkler systems or swimming pools; (5) inspect fire 
sprinkler systems; (6) inspect the quality or the volume of well water; (7) determine the potability of any 
water supply; (8) inspect water-conditioning equipment, such as softeners or filter systems; (9) inspect 
solar water heating systems; (10) determine the effectiveness of anti-siphon devices on appropriate 
fixtures or systems; (11) operate free-standing appliances; (12) inspect private water supply systems, 
swimming pools, or pressure tanks; (13) inspect the gas supply system for leaks; (14) inspect for product 
recalls.  

 �  �  �  �  B. Drains, Wastes, Vents  
Comments:   
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 �  �  �  �  C. Water Heating Equipment       
     Location, Size, Age: Attic, 50 gal.   Approx.age: 0 

Energy source: Natural Gas 
         Comments:  Water heaters are not inspected for recalls. 

The gas supply line and flex-connector are in a hazardous location in the attic 
walk-way and will be prone to damage or breakage. The pipe and connector 
should be moved or protected from impact. See photo: 

 
 

 �  �  �  �  D. Hydro-Therapy Equipment  
Comments:  SEE FOOTNOTE # 4. 
There is no access to inspect the spa motor, jets and piping underneath the 
whirlpool tub. 
The tub stopper does not hold water in the tub and needs replaced. 
 
The whirlpool tub was filled with water and observed in operation for approx. 10 
minutes. It was functioning as intended at the time of the inspection. 

  

V. APPLIANCES 
 �  �  �  �  A Dishwasher  

Comments:    

 �  �  �  �  B. Food Waste Disposer  
Comments:    

 �  �  �  �  C. Range Hood  
Comments:    

 �  �  �  �  D. Ranges/Ovens/Cooktops  
Comments:   
 
  



Report Identification:    
I=Inspected  NI=Not Inspected  NP=Not Present R=Not  Functioning or In Need of Repair 

I NI NP R Inspection Item 
 

This confidential report is prepared exclusively fo r   Pg. 12 of 12 
© 2006 DFWinspector.com  

 �  �  �  �  E. Microwave Cooking Equipment  
Comments:    

 �  �  �  �  F. Bathroom Exhaust Fans and/or Heaters  
Comments:    

 �  �  �  �  G. Door Bell and Chimes  
Comments:    

 �  �  �  �  H. Dryer Vents  
Comments:    

 �  �  �  �  I. Cabinets, Cabinetry and Other Built-Ins  
Comments:   

 �  �  �  �  J. Garage Door and Automatic Operators  
Comments:   

  
  

                     IV.  OPTIONAL SYSTEMS 
 

 �  �  �  �  A. Lawn Sprinklers  
Comments:  SEE FOOTNOTE # 6. 

  

 �  �  �  �  G. Gas Lines  
Gas Meter Location: South corner 
Comments:  
                   

FYI: 
Gas lines are checked for the obvious smell of gas at the visible connection of the equipment or 
appliance. The majority of the gas lines are hidden or under ground. Complete testing of gas lines 
requires dismantling the line and a pressure check with special equipment which is beyond the scope of 
this inspection. 

 

 �  �   �  �  H. Security Systems  
 Comments:   
Security systems are not inspected.  

 �  �  �  �  I. Fire Protection Equipment  
Comments:  
 

FYI: 
If the ‘Inspected’  box is checked, then smoke or fire detection device(s) is/are present. 
Fire Systems and smoke detectors are reported as present or not present in proper areas and are not 
tested  for sensitivity to heat or smoke. 

 


